CERTIFICATE

- . ®
of Conformity TUVRheinland

Registration No.: AK 50503065 0001

Report No.: CN21PJK1 001
[
Holder: Sungrow Power Supﬁly Co., Ltd.
No.1699 Xiyou Rd.,.New & High
Technology Industrial
Development Zone,
Hefei
230088 Anhui ,
P.R. China
Product: PV-Inverter
(Grid-tied Hybrid Inverter) |
Identification: Type Designation : SHS5.0RT SH6.O0RT SH8.ORT SH1ORT
Serial Number : Engineering Sample
Firmware Version : ARM_SAPPHIRE-H V11 V01 B
MDSP_SAPPHIRE-H V11l V01 B
Remark : Refer to test report CN21PJK1 001 for
detail.

Tested acc. to: VDE-AR-N 4105/11.18
DIN VDE V 0124-100/06.20

The certificate of conformity refers to the above mentioned product. This is to certi
is in conformity with the assessment requirement mentioned above. This certifies {

that the specimen

conformity.

Date 30.04.2021

Weichun Li e T

TUV Rheinland LGA Products GmbH - TillystraRe 2 - 90431 Niirnberg







TUVRheinland®

Anhang
Appendix
Zwischenharmonische
Interimharmonics
W;’c’},!g;%g{;‘eg ,',’,;‘,Pn?y[“}/vl 0 10 20 30 40 50 60 70 80 20 | 100
’f;rggfeig;m;] Iv/In [%]
75 0,00 | 0,06 | 0,07 | 0,06 | 0,06 | 0,06 | 0,06 | 0,06 | 0,09 | 0,090 [ 0,12
125 0,00 | 0,07 | 0,090 | 0,08 | 0,07 | 0,08 | 0,08 | 0,08 [ 0,13 | 013 [ 0,16
175 0,00 | 0,05 | 0,06 | 0,05 [ 0,05 | 0,05 | 0,06 | 0,05 | 0,08 | 0,10 | 0,08
225 000 f 005|005 o006 ]005]| 0050051005/ 009 009|007
275 0,00 [ 003 [ 005 | 005 | 004 | 004 | 0,05 | 0,04 [ 0,07 | 0,08 | 0,08
325 0,00 [ 003 | 003|003 ] 003 003]003]003]004]005]| 005
375 0,00 | 0,03 | 0,04 | 0,03 | 0,03 | 003 | 0,03 | 0.03 | 0,04 | 0,04 | 0,05
425 0,00 | 0,04 | 0,04 | 0,04 | 004 | 0,04 | 0,04 | 0,04 | 0,07 | 0,06 | 0,07
475 0,00 [ 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,06 | 0,06 | 0,06
525 0,00 | 0,03 | 0,04 | 0,03 | 0,04 | 004 | 0,04 | 0,04 | 0,06 | 0.06 | 0,06
575 000 [ 0,04 | 0,04 | 0,04 | 004 | 0,04 | 0,04 | 0,04 [ 0,06 | 0,06 | 0,06
625 0,00 [ 003 | 003 | 003 | 003 | 003 ]003]003]004]|005]| 004
675 0,00 [ 0,03 | 003 | 0,03 | 003 | 003 | 003 | 0,03 | 004|004 | 004
725 0,00 [ 0,07 [ 0,07 [ 007 | 008 | 0,08 | 0,08 | 0,08 | 0,12 | 0.12 | 0.12
775 0,00 | 0,04 | 0,03 | 0,03 | 0,04 | 0,04 | 0,04 | 0,04 | 0,06 | 0.05 | 0,06
825 0,00 | 0,04 | 0,03 | 0.04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,05 | 0,05 | 0.05
875 0,00 | 0,05 | 0,03 | 0,04 | 004 | 004 | 005 | 0,05 | 0,06 | 0.05 | 0,05
925 0.00 | 003 [ 003 [ 003|003 | 003]003]004]004]003]| 003
975 0,00 {003 [ 003|003 ] 003/ 003]003]003]004]|003] 003
1025 0,00 [ 0,04 | 003 | 0,03 | 004 | 0,04 | 0,04 | 0,04 [ 005 | 0.05 | 0.04
1075 0,00 | 0,05 [ 0,04 [ 0,04 [ 0,04 | 0,04 | 0.05 | 0,04 | 0,04 | 0.04 | 0.05
1125 0,00 | 0,05 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0.04 | 0,04
1175 0,00 | 0,05 | 0,05 | 0,04 | 004 | 0,05 | 0,05 | 0,04 | 0,04 | 0.04 | 0,05
1225 0,00 [ 0,04 | 003 | 0,04 | 003 | 0,03 | 0,03 | 0,05 | 0,03 | 0,03 | 0,03
1275 0,00 | 003 | 0,03 | 0,04 [ 0,03 | 003 | 0,03 [ 0,05 | 0,03 | 0.03 | 0.03
1325 0,00 | 0,04 | 004 | 004 | 0,04 | 003 [ 0,04 | 0,06 | 0,04 | 0.04 | 0.04
1375 0.00 [ 005 [ 005 [ 005 | 005 | 0,04 [ 0,04 | 0,06 | 0,05 | 0.04 | 0,04
1425 0,00 | 0,04 | 0,05 | 0,04 | 0,04 | 003 | 0,04 [ 0,05 | 0,05 | 0.04 | 0,04
1475 0,00 | 0,04 | 006 [ 005 | 005 | 0,04 | 0,04 | 0,05 [ 0,06 | 0,04 | 0,04
1525 0,00 | 0,04 [ 004 [ 003 [ 003 | 0,03 | 0,03 | 0,04 | 0,05 | 0.03 | 0,03
1575 0,00 | 0,05 | 0,04 | 0,03 [ 003 | 003 | 003 | 0,03 | 0,04 | 002 | 0,03
1625 0,00 | 0,05 | 0,05 | 0,03 [ 003 | 0,04 | 0,04 | 0,05 | 0,04 | 0,03 | 0,03
1675 0,00 [ 0,06 | 0,06 | 0,04 | 003 | 003 | 0,04 | 0,06 | 0,04 | 0,03 | 0,04
1725 0,00 | 0,04 | 0,05 | 0,04 | 0,03 | 0,04 | 0,04 | 0,06 | 0,03 | 0,03 | 0,03
1775 0,00 [ 003 [ 005 | 004 | 004 [ 004 | 005 | 0,07 | 0,04 | 0.04 | 0.04
1825 0,00 | 0,03 | 0,03 [ 0,04 [ 003 [ 0,03 [ 003 | 005 [003 | 0,03 | 0,03
1875 0,00 | 003 [ 0,03 [ 0,04 | 003 | 003 | 003 | 0,03 | 0,03 | 003 | 0.03
1925 0,00 | 0,03 | 0,03 | 0,03 [ 003 | 003 | 0,04 | 0,04 | 0,05 | 0,04 | 0.03
1975 0,00 [ 0,03 | 003 | 0,04 | 0,056 | 0,04 [ 005 [ 0,05 [ 0,05 | 0,04 | 0,04
e e e S e e MR
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TUVRheinland®

Anhang
Appendix
Héhere Frequenzen
Higher frequencies e
iy orirdons. L 0 10 | 20 | 30 | 40 | s0 | 60 | 70 | 80 | 90 | 100
T i i 4

2,1 0,00 | 0,12 | 0,10 | 0,09 | 0,11 009 | 0,09 | 0,11 | 0,08 | 0,12 | 0,12
2.3 0,00 | 0,08 | 0,10 | 008 | 009 | 005 | 0,08 | 0,06 | 0,06 | 0,06 | 0,09
25 0,00 | 0,11 | 0,12 | 0,12 | 0,11 0,10 | 0,10 | 0,170 | 0,70 | 0,09 | 0.09
2,7 000 | 016 | 0,18 | 0,14 | 0,43 | 0,12 | 0,09 | 0,41 | 0,11 | 0,10 | 0,08
29 0,00 | 0,14 | 0,11 | 0,70 | 0,10 | 0,08 | 0,08 | 0,06 | 0,07 | 0,08 | 0,06
3.1 0,00 | 0,11 | 0,10 | 0,70 | 0,09 | 0,07 | 0,09 | 0,06 | 0,07 | 0,08 | 0,07
3.3 0,00 | 0,13 | 0,10 | 0,11 | 0,11 0,11 | 0,09 | 0,09 | 0,07 | 0,09 | 0,09
35 0,00 | 0,07 | 0,08 | 0,08 | 0,10 | 0,09 | 0,07 | 0,08 | 0,07 | 0,07 | 0,07
3.7 ¢,00 ; 0,06 § 0,07 | 0,08 | 0,08 | 0,08 | 0,07 | 0,07 | 0,07 | 0,06 | 0,06
3,9 0,00 | 0,04 | 0,06 | 0,06 | 0,06 | 0,06 | 0,06 | 0,06 | 0,06 | 0,05 | 0,05
41 0,00 | 0,03 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,04 | 0,03 | 0,04 | 0,03
4.3 0,00 | 0,02 | 0,02 | 0,03 | 0,03 | 0,03 | 0,03 | 0,03 | 0,03 | 0,03 | 0,03
4,5 000 | 002 | 002 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
4.7 0,00 | 0,02 | 0,02 | 0,02 [ 0,02 | 002 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
4,9 0,00 | 0,02 | 0,02 | 0,02 | 002 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
51 0.00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00 | 0,00
5.3 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
5.5 0,00 | 0,02 | 0,01 | 0,01 | 0,01 0,02 | 0,01 | 0,02 | 0,01 | 0,02 | 0,02
57 0,00 | 0,01 | 0,01 0,01 | 0,01 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01
59 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
6,1 0,00 | 0,02 | 0,02 | 0,01 [ 0,02 | 0,02 | 0,02 | 0,02 | 0,01 | 0,02 | 0,01
6,3 0,00 | 0,02 | 0,02 | 0,02 { 002 | 002 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
6,5 0,00 | 0,02 | 0,02 | 0,02 | 0,03 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
6,7 0,00 | 0,02 | 0,02 | 0,02 | 0,03 | 0,03 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
6,9 0,00 | 003 | 002 | 0,03 | 002 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02
7 0,00 0,02 0,02 0,02 0,02 0,01 0,02 0,01 0,01 0,02 0,01
7,3 0,00 | 002 | 002 | 002 | 002 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
75 0,00 | 0,02 | 0,02 | 0,02 | 0,02 | 0,02 | 0,01 | 0,02 | 0,01 | 0,02 | 0,01
7,7 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,010 | 0,01 | 0,01 | 0,01 | 0,01
7.9 0,00 | 0,01 | 0,01 0,01 | 0,01 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
8.1 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
8,3 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01
8,5 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01
8,7 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01 0,01 | 0,01 | 0,01
8,9 0,00 | 0,01 | 0,01 | 0,01 | 0,01 0,00 | 0,01 | 0,01 | 0,01 | 0,01 | 0,01

Beachtung: Die Maximalwerte der drei Phasen werden gew ahit.

Remark: The meximel value of three phases is selected
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Anhang
Appendix

E.7 Anforderungen an den Priifbericht zum NA-Schutz
E.7 Requirement for the test report for the NS protection

Auszug aus dem Priifbericht fiir den NA-Schutz CN21PJK1 001
Extract fromthe testreport for the NS-protection

“Bestimmung der elektrischen Eigenschaften”
“Determination of electrical properties”

Priifbericht NA-Schutz

Test report NS-Protection

Typ NA-Schutz: : . Weitere Herstellerangaben
ype of NS protection: Integrierter NA-Schutz Other manufacturer’s data

Software version: ARMﬁSAPPH|REH_V11_V01_B.

Software Version: MDSP_SAPPHIRE-H_V11_V01 B

Hersteller:

Manetactirer: Sungrow Power Supply Co.,Ltd.

Messzeitraum: vom JJJJ-MM-TT bis JJJJ-MM-TT o ; ¥

Measuring period: From yyyy-mmdd to yyyy-mm-dd vom 2021-04-06 bis 2020-04-30

Beachtung: Die Prifungen wurden auf dem Modell SG10RT durchgefuhrt und stellen die andere Serlenmodelie dar.
Rermark: Tests were conducted on basic model of SG10RT to represent other family models.

Stirlinggeneratoren, Brennstoffzellen Umrichter
Stirling engines, fuel cell systerrs Converter
direkt oder Uber Umrichter gekoppelte :
Synchron- und Asynchrongeneratoren mit direktgekoppelte Synchron- und
Pn < 50 kW Asynchrongeneratoren mit Pn> 50 kW
Di NS Direct or coupled synchronous- and asynchronous
irect or by converter coupled synchronous- and ;
: generators with Pn> 50 kW
asynchronous generatars with Pn < 50 kW
Schutzfunktion Einstellwert | Auslésewert Aﬁ:lgs:wt::t Einstellwert | Auslésewert ?ﬁ‘?::z;?
Protection function Setting value | Tripping value ASCNUZ | “setting value | Tripping value LGN
Tripping time Tripping time
Spannungssteigerungsschutz U>> 115* 1,25*U
Voltage increase pgrofecﬁon U>> ' 4 n 287,5V <100ms
Spannungssteigerungsschutz U> 11*U 11*U
Voltage increase protection U > : n ' n SRy = 100ms=
Spannungsriickgangsschutz U< 0,8*U 08*U 184.0V 3000ms
Voltage decrease protection U < " h .
Spannungsriickgangsschutz U<< Entfalit 0,45*U
Vg:age degrease pgo!ecgﬁon U=<< Not applicable n 103,5V
Frequenzriickgangsschutz f<
Freq?;ency decregaseprorectfon f< 47,5Hz 47,5Hz 47,50Hz <100ms
Frequenzsteigerungsschutz f>
Frequency increase protection f > 51,5Hz 51,5Hz 51,50Hz < 100ms

® Die Ausldsezeit umfasst den Zeltraum von der Grenzwertverletzung U/f bis zum Auslésesigna an den Kuppelschalter.

" The tripoing tire corrprises the period before limit violation U/ until tripping signal to interface switch.

Bei der Planung der Erzeugungsanlage ist die Eigenzeitdes Kuppelschalterszumhéchsten oben ermittelten Zeitwert zu addieren.
During planning of power generation system the proper tire oF interface switch shall be added fo the highest value of time determined above.

Die Abschaltzeit (Summe der Ausldsezeit NA-Sch utzzoz(:gl. Eigenzeit des Kuppelschalg% darf 200ms nicht Gberschreiten.
The break time (sum of tripping tire NS protection plus proper tme of interface switch) should not exceed 200 .

X Bei integriertem NA-Schutz
By integrated NS Protection

Zugeordnet zu Erzeugungseinhalt Typ:

Assigned to PGU type: SH5.0RT, SH6.0RT, SH8.0RT, SH10RT
Typ integrierter Kuppelschalter: . :

Type of integrated interface switch: Leistungselai
Eigenzeitdes Kuppelschalters bei integriertem NA-Schutz

Proper time of interface switch by integrated NS-protection SH5.0RT, SH6.0RT, SH8.0RT, SH10RT

Die Gberpriffung der Gesamtwirkungskette “NA-Schutz-Kuppelschalter” fihrte zu einer ergoigreichen Abschaltung.
The verification of the full function chain “NS protection- Interface switch” has yield to intended disconnection.
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TUV Rheinland (China) Ltd.

Member of TUV Rheinland Group Precisely Right.
Sungrow Power Supply Co., Ltd. Date : 30.04.2021
Wang Kai Our ref. : HCC 01

Your ref.:
No.1699 Xiyou Rd.,New & High
Technology Industrial
Development Zone,
Hefei
230088 Anhui
P.R. China

Ref : AK Certificate of Conformity
Type of Equipment : Grid-tied Hybrid Inverter
Model Designation : See Certificate

Certificate No. : AK 50503065 0001
Report No. : CN21PJK1 001

Dear Wang Kai,

We herewith confirm that a sample of the above mentioned technical
equipment has been tested and was found to be in accordance with the
relevant requirements.

Enclosed please find your Certificate of Conformity.

We appreciate your kind support and would like to offer our
assistance and continuous services in the future.

With kind regards,

Certification Body
WQC&@L:L\/\

Enclosure

IEBHFBERES Ewww.certipedia.comZ [, FIBTHTZRALB00 999 3668 / 400 883 1300838

TUV Rheinland (China) Ltd. Unit 707, AVIC Bldg., No. 10B, IRTABRE=HDREZ108  Tel: (8610)6566 6660
EGRIINEBRSE (PE) 8SRLT Central Road, East 3rd Ring T#HEAETIOIR Fax: (8610)6566 6667
Road,ChaoyangDistrict, fb: 100022 e-mail: info@bj.chn.tuv.com

Beijing, 100022, P.R.China Internet: http://www.chn.tuv.com



